
Support for indenpendant hazard assessment (BetrSichV) for the use of DUAL23 bundles.

Room size bigger:  6000 m3 for O2
(O2 enrichment starting 23,5%)

End

Where will
the bundle be used?

INDOOR

Is the location
equipped with min/max O2

detectors?

Duly desigend technical Ventilation

No

No

No

Presence of ducts, cellars or pits? Yes

Yes

OUTDOOR
(Less then one roof
with two sidewalls)

Personnel protective equipment
for use of the bundle:

Protective glasses
Hearing protection

Safety shoes

Job Hazard Analysis
Elimination of hazard potential by further

mitigation measures
required before first use

DUAL23 bundles 
(Oxygen)
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DUAL23 / Decision Tree                         OXYGEN

ENGLISCH

Yes

Yes

No


